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1
人社院 A314

Humanity&Social Science Building A314
<1

2 工科館 524W  Engineering Building 524W <1

3
綜二館計算機中心 314

Computer Center of Zhong 2 Building 314
<1

4
綜三館數學系 200

Department of Mathematics, Zhong 3 Building 200
<1

5

資電館資工系 431

Department of Information and Electronics

Engineering 431

<1

6

資電館電機系 724

Department of Electrical Engineering, Information

and Electronics Building 724

<1

7 體育館 107  Gymnasium 107 <1

8 桌球館 入口  Table Tennis Building Entrance <1

9 游泳池 入口  Swimming Pool Entrance <1

10 田徑場 司令台  Track and field command podium <1

11

行政大樓 2F保管組旁

Administrative Building 2F Next to the Custody

Team

<1

12
行政大樓 2F遠距教室

Administration Building 2F Distance Classroom
<1

13 化工館 106  Chemical Industry Building 106 <1

14

旺宏館國際會議廳 1F茶水間

Wang Hong Building International Conference Hall

1F Tea Room

<1

15

旺宏館國際會議廳 3F茶水間

Wang Hong Building International Conference Hall

3F Tea Room

<1

16
工程一館工工系 8F

Department of Engineering, Building 1, 8F
<1

17
材料實驗館 109

Materials Experiment Building 109
<1

國立清華大學水質檢驗結果一覽表
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18 清華會館 1F  Guest house 1F <1

19 清華會館 3F  Guest house 3F <1

20 新齋8F B806對面  Hsin Zhai 8F Opposite B806 <1

21 新齋8F B811對面  Hsin Zhai 8F Opposite B811 <1

22 義齋2F 201旁  Yi Zhai 2F next to 201 <1

23 義齋2F 217旁  Yi Zhai 2F next to 217 <1

24 實齋2F浴室東  Shyr Zhai 2F Bathroom East <1

25 實齋2F樓梯西  Shyr Zhai 2F Bathroom West <1

26 仁齋2F 201旁   Jen Zhai 2F next to 217 <1

27 仁齋1F交誼廳  Jenzhai 1F Social Hall <1

28 碩齋1F 102旁   Shuo Zhai 1F next to 102 <1

29 碩齋1F 120旁   Shuo Zhai 1F next to 120 <1

以下空白 Blank below

1
學生第二活動中心-3F

Second Student Activity Center-3F
<1

2 音樂二館-5F   Music 2 Building -5F <1

3
樹德樓5F-512室旁(力霸)

Shude Building 5F-Next to Room 512 (Liba)
<1

4

樹德樓1F-洗衣機旁(力霸)

Shude Building 1F-Next to the washing machine

(Liba)

<1

以下空白 Blank below

二、南大校區 NTU campus

          註1.飲用水水質標準

          Note 1. Drinking water quality standards.

                                                              大腸桿菌群colonic microbiota：6 (CFU/100mL)
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